
Attachment 38 -List of Modifications 

Modification 1 
ATL-0 26-002-RFP 

Section: 2.10 

Page# 17 

Old: "The ATL has a DBE goal of 6.375% as the DBE goal for this Contract. The County has a 
DBE goal of 6.71% for this Contract.” 

New: “The ATL/County have removed the DBE participation goal from this RFP.”  

Modification 2 
ATL-0 26-002-RFP 

    Section: 5.3.5 Facilities 

Page #76 

This section has been DELETED in its ENTIRETY and REPLACED with the following (see 

next page):  



5.3.5 Facilities 
5.3.5.1 South Facility 

1) The ATL will provide the South Facility, a maintenance and operations facility that was 
constructed in 2017, located at 5250 Frontage Road, Forest Park, GA 30297. The South 
Facility has 38,711 sq. ft. of building space with separate 12-bay maintenance and 
office buildings. ATL will lease the South Facility to the selected Contractor for a cost of 
$1 annually throughout the term of the Contract. 

2) The Contractor is responsible for maintenance, repairs, landscaping, and security. 
 

5.3.5.1.1 Maintenance of South Facility and Equipment 

Contractor Responsibilities: 

1) The Contractor shall maintain, operate, and make necessary repairs at the South 
Facility.   

2) The Contractor shall make emergency repairs required to preserve the facility, ensure 
safety, or prevent service interruptions. 

3) The Contractor shall provide janitorial services for both buildings, cleaning both inside 
and outside when needed. This includes shampooing of carpets or replacement of 
heavily soiled carpet that can't be cleaned satisfactorily.   

4) Maintenance building cleaning includes service bays and pit.  The maintenance 
building floors need to be cleaned each day of all spills, drops, oil, coolant, water, or 
any other hazard coming from vehicles.   

5) Cleaning of the fuel island pumps/equipment, concrete slab at the fuel island. 
6) Cleaning of the retention ponds, storm drains, outfalls, oil-water separators, and 

parking lots. 
7) The Contractor shall establish utility accounts in its name and shall be responsible for 

payment of all utilities at the South Facility (excluding electric bus charging electricity). 
Utilities include electricity, water, sewer, natural gas, trash, and waste disposal.   

8) The contractor shall be responsible for used oil, used oil filter, used antifreeze, and 
used parts disposal. Any collection container for used parts, if placed outside, must not 
leak oil and residue onto the outside parking area as this violates our EPA permit. 

9) The Contractor shall coordinate with ATL to ensure compliance with all orders, notices, 
or violations affecting the South Facility issued by Federal, State, or Municipal 
authorities, or by organizations including, but not limited to, the Georgia Board of Fire 
Underwriters and the Georgia Fire Insurance Exchange. If noncompliance could result 
in civil or criminal liability for ATL or the Contractor, the Contractor may take immediate 
corrective action after consultation with the Deputy ATL Director, Chief Transit Officer, 



or Director of Operations. The Contractor shall notify ATL immediately upon receipt of 
any such order or violation.  

10) The Contractor will not rent, sublet, or assign any part of the South Facility to 
subcontractors. 

11) The Contractor shall coordinate with the ATL Building and Facilities Superintendent at 
the South on moving dates and large deliveries so that there is a minimum of 
disturbance to the South Facility's operation, and inconvenience to general operations. 

12) The Contractor will conduct visual inspections of buildings, conditions, and equipment 
for defects and hazardous conditions. Visually check for and record the observable 
conditions of the premises, prepare reports, and keep records. The Contractor may 
operate a motor vehicle in the performance of assigned duties.  

13) All ATL Xpress requested maintenance must be completed within ten (10) Business 
Days. If the requested maintenance cannot be completed within ten (10) Business 
Days, the Contractor must provide a reason and make a request for an extension. 

14) Contractor is responsible for the maintenance of the floor cleaners used in the 
maintenance shop. 

15) Contractor will provide replacement of light bulbs and/or fixtures. 
16) Contractor is responsible for providing maintenance on interior door hardware (locks, 

hinges, frame, door closers) unless security access doors. 
17) Contractor will maintain and repair employee lounge appliances (refrigerators, water 

fountains, coolers, coffee machine, microwave). 
18) Contractor is responsible for pest control services. 
19) Contractor is responsible for HVAC services and agreements. 
20) Contractor is responsible for refuse removal service. 
21) Contractor will provide landscaping and ground maintenance services, including snow 

removal and retention pond cleaning. 
22) Contractor is responsible for legible signatures on fuel delivery documents as well as 

the monitoring of fuel tank levels, leak detection of UST, and the manual sticking of fuel 
tanks to ensure accuracy of fuel levels. 

23) Contractor is responsible for the servicing/cleaning and repair (if needed) of oil/water 
separators, cleaning out of storm water drainage systems and outfalls in the parking 
lots. 

24) Contractor is responsible for the cleaning of concrete to remove oil stains, coolant, 
power steering fluid, or any other liquid used in or on a revenue vehicle. 

25) Contractor is responsible for the cleaning of asphalt parking lot surfaces.   
26) Contractor shall provide any needed equipment that is not provided by ATL for service 

delivery. 



27) The Contractor is responsible for prompt notification of any charging problems on the 
Heliox bus chargers to ATL. 

28) The Contractor shall be responsible for any damages to ATL facility and equipment due 
to contractor/employee negligence that results in damages. 
 

 5.3.5.2 Emergency Generator 

1) The Contractor is responsible for all maintenance, testing, and operational checks of 
the backup generator to maintain compliance with the manufacturer's recommended 
schedule. All repairs are to be made by an ATL-approved generator maintenance 
contractor. This shall include an annual load testing of the backup generator. 

 5.3.5.2.3 Bus Wash Maintenance 

1)The ATL will be installing a new bus wash during this contract period.  

  

  Client Responsibilities 

This section outlines the responsibilities of ATL regarding the Service Scope of Work. It is 
important to note that any services and support required to meet the RFP requirements not 
explicitly assigned to ATL are assumed to be the Contractor's responsibility, regardless of 
specific mention.  

 5.3.2.4 Capital Cost Items 

This section lists capital cost items which will be paid for by ATL (unless damaged by 
contractor/employee negligence) 

1) Parking lot light fixture replacements 
2) Seal coating asphalt parking lot 
3) Restriping of parking lots 
4) Replacement of bus lifts (in ground only) 
5) Roll up door replacement  
6) Electric bus chargers 
7) Pivot gate replacement (this does not include required maintenance or minor 

repairs) 
8) Fueling station canopy replacement 
9) Bus Wash Installation 

  



5.3.2.5 Electric Bus 

1) ATL is responsible for the electric cost/bill for charging the electric buses with the 
10 Heliox 180Kw chargers in the facility's parking area.  

2) ATL will pay Georgia Power direct for electric bus charging cost.  The electric cost 
will be ATL’s responsibility and will not be a pass-through expense to the contractor. 

3) ATL is responsible for Electric bus charger maintenance, including repairs to the 
monitoring and control systems.  

5.3.2.6 Diesel Fueling Pumps & Equipment 

1) ATL is responsible for the repair of diesel pumps, nozzles, leaks, underground 
storage tank, fuel hoses, and breakaway replacements if the units fail through 
normal usage (unless damaged by Contractor employee negligence)  

 

5.3.2.7 New Bus Wash Installation 

1) ATL will be installing new bus wash equipment as well as extending the current bus 
wash building/lane to prevent water from escaping the wash area. This project is 
projected to begin in the first or second quarter of 2026 (date is tentative).   

2) At the time of contracting, ATL will obtain an extended warranty/service agreement 
to cover repairs after the initial warranty expires.  If the bus wash is damaged by the 
contractor’s employees due to negligence, repairs will be billed back to contractor. 
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